In the lightning rods categorized as ESE an intermittent voltage impulse is applied to the lightning rod to modulate the electric field at its tip in an attempt to speed up the initiation of a connecting leader from the lightning rod when it is under the influence of a down coming stepped leader. In this paper it is shown that due to the stepping nature of the down coming stepped leader, there is a natural modulation of the electric field at the tip of any lightning rod exposed to the lightning stepped leaders and this modulation is much more intense than any artificial modulation that is possible under practical conditions. Based on the results it is claimed that artificial modulation of the electric field at the tip of lightning rods by applying voltage pulses to it is an unnecessary endeavor because the nature itself has endowed the tip of the lightning rod with a modulating electric field. Thus, as far as the effectiveness of artificial modulation of the tip electric field is concerned, there could be no difference in the lightning attachment efficiency between ESE and Franklin lightning rods.
Introduction
The ESE lightning rods used in practice are equipped with a triggering device that applies voltage pulses to the tip of the rod. These voltage pulses increase the electric field at the tip of the rod leading to the initiation of streamers thus increasing the probability of inception of a connecting leader from the lightning rod during the approach of a downward lightning leader [1] . According to the ESE concept, the time advantage realized by the early inception of the connecting leader from an ESE lightning rod in comparison to a normal Franklin lightning rod would provide a possibility for the connecting leader generated by an ESE lightning rod to travel a longer distance in comparison to that from a Franklin lightning rod. Consequently, it is claimed that under similar circumstances an ESE lightning rod will have a larger protection area than a Franklin lightning rod of similar dimensions.
The main goal of this paper is to show that due to the stepping process of the stepped leader, any lightning rod exposed to the stepped leader field will experience a modulation of the electric field at its tip with an intensity much higher than any such artificial field intensification that could be achieved in practice and for this reason the physical process that takes place at the tip of the ESE and Franklin lightning rods when exposed to the stepped leaders would be the same. This in turn suggests that there should be no difference in the striking distance between ESE and Franklin lightning rods.
It is important to mention here that the goal of this paper is not to discuss or analyze the validity of the ESE concept. Such analysis can be found elsewhere [2, 3, 4, 5] . 
ESE and Franklin lightning rods under natural field conditions
According to the ESE technology, the only difference between a Franklin lightning rod and an ESE lightning rod is that in the later a circuitry builds into the conductor renders the application of voltage pulses to the tip of the rod. Based on laboratory experiments it is claimed that this artificial pulsation of the ESE lightning rod leads to an increase in the attractive distance of the ESE lightning rod in comparison to a Franklin lightning rod [1] . In several ESE devices the voltage pulses that are being applied to the tip of the rod are created by utilizing the background electric field of the stepped leader to generate sparks in a gap or in a series of gaps connected between the upper part of the ESE lightning rod and ground. Others may utilize a different mechanism to generate voltage pulses. The end result of the application of these voltage pulses to the tip of the ESE lightning rod is to make the electric field at the tip of the ESE lightning rod to pulsate. In other words, the basis of ESE technology is the creation of a pulsating electric field at the tip of the lightning rod. However, we will show below that under natural conditions the electric field at the tip of any lightning rod pulsates naturally due to the physical mechanism of the stepped leader.
Let us consider the mechanism of the stepped leader. It is an established fact that the down coming stepped leader transports negative charge towards ground in a stepped manner [6] . The research work conducted by Krider et al. [7] and Cooray and Lundquist [8] show that bulk of the charge that is being deposited on the leader channel is transported in a stepped manner. In a recent study Cooray et al. [9] estimated how the spatial distribution of the charge deposited on the stepped leader channel varies as the stepped leader extends towards the ground. In the present study, this charge distribution is utilized to calculate the electric field at ground level as the leader approaches the ground. In the calculation to follow, it is assumed that all the charge deposited on a leader channel section of one step length is assumed to be transported during the stepping process. This assumption disregards any charge that is being transported ahead of the leader channel tip by the negative streamers [10] .
The electric field calculated at ground level assuming that the charge on the stepped leader is transported towards ground in steps of 20 m of length is shown in Figure 2 . For comparison purposes the electric field at ground level calculated for a smooth downward propagating leader is shown by a dashed line in the same figure. As one can see, the magnitude of the total field is so large that it is difficult to observe the rapid changes in the electric field produced by the individual steps. Since the lightning rods are exposed to this background electric field of the stepped leader, the geometry enhanced electric field at the tip of the lightning rods will also follow the temporal variation of the stepped leader field. Therefore, the electric field at the tip of a lightning conductor exposed to the electric field of a down coming stepped leader will also increase in miniature steps in synchronization with the background electric field. In other words, the behavior of the electric field at the tip of a lightning rod exposed to the stepped leader field is identical to that of a lightning conductor whose tip potential is changed intermittently by application of voltage pulses. The time interval between these pulses is given by the time interval between the leader steps which lies in the range of 10 to about 50 s. This is exactly what the ESE manufactures attempt to create artificially. Let us convert the pulsing nature of the electric field at the tip of the lightning rod exposed to the back ground electric field of a stepped leader into an equivalent voltage impulse. This can be done by isolating the lightning rod from ground by placing it a few millimeters above ground and calculating the amplitude of the voltage pulses necessary to create electric field steps identical to those produced at the tip of the lightning rod by the stepped leader. The results obtained for 10 m tall lightning rod with a 5 mm gap to ground are depicted in Figure 2 Note that the amplitude of the equivalent voltage pulses increases as the stepped leader nears the ground. Observe also that the equivalent voltage pulses have amplitudes in the range of kilovolts when the stepped leader is about 1 km above ground and it increases to more than 10 kV when the stepped leader is about 200 m above ground. Observe that leader tip heights below about 500 m are the once to be considered in connection with lightning attachment because it is at these heights that connecting leaders are usually issued from lightning conductors located on not too high structures [11] . As mentioned earlier, in many ESE lightning rods the voltage pulses are generated passively by isolating the tip of the rod from ground. When the lightning rod is exposed to the background electric field created by the stepped leader the gap (or gaps) fire intermittently generating the voltage pulses. The voltage pulses generated by such a process may have amplitudes in the kV range.
The above analysis indicates that the electric field at the tip of a lightning rod exposed to a stepped leader field pulse naturally. Any lightning rod in the field will behave as if it has an in built mechanism to generate voltage pulses that regulate the electric field at its tip. Thanks to the pulsating nature of the stepped leader fields, both the Franklin lightning rods and ESE lightning rods will function in an identical manner when exposed to the electric fields of down coming stepped leaders. Indeed, there is no need to artificially inject voltage pulses into the tip of a lightning rod because the nature itself generates such pulses, thanks to the stepping mechanism of the stepped leader, without human intervention.
The main claim of ESE technology is that the application of voltage pulses to the tip of the lightning rod will increase its attractive radius. The above analysis shows that, irrespective of the validity of this claim, one still has to treat both ESE lightning rods and Franklin lightning rods as having the same lightning interception efficiency.
Discussion on the assumptions made in the study
The charge is transported both by the streamers propagating ahead of the leader tip and by the current associated with the rapid elongation of the leader channel (i.e. step current) when the space leader makes connection with the existing leader channel [6, 12] . In the analysis a simplifying assumption is made that bulk of this charge is transported by the step current. Let us consider the validity of this assumption. The amplitude of the radiation fields of stepped leaders is about one tenth of the amplitude of return stroke radiation fields [7, 8] . Assuming that the speed of development of the step formation and the return stroke is similar one can estimate, using the transmission line model [13] , that the peak current associated with the step current of a leader pertinent to a 30 kA return stroke is about 3 kA. If the speed of development of the step process is smaller than that of the return stroke, the peak current would be higher than the above estimate. Using similar considerations Cooray and Lundquist [8] came to the conclusion that the charge transported by the step currents can account for the total charge transported by the stepped leader. Using similar considerations Krider et al. [7] estimated the peak amplitude of step currents to be about 2 kA -8 kA and the charge transported by the step current is about 1 -4 x 10 -3 C/m. These charge estimates are similar to the charge per unit length transported by steps of dart stepped leaders in rocket triggered lightning [14] . Furthermore, the charge per unit length estimated by Krider et al. [7] is similar to the charge per unit length of stepped leaders as estimated by Schonland [15] . These considerations show that the assumption that the bulk of the leader charge is transported by the step current is not unreasonable.
In order to estimate how much charge is transported during the elongation of the step it is necessary to know the total distribution of stepped leader charge along its length. In the analysis, this information is obtained from the stepped leader charge distribution as estimated by Cooray et al. [9] . These authors measured the charge brought to ground in return stroke currents recorded by Berger [16] on Mount San Salvatore and combined the results obtained with bi-directional leader model to evaluate how the charge distribution of stepped and dart leaders vary as these leaders travel towards ground. The results obtained are validated for subsequent return strokes by comparing the predicted electric fields at a given distance generated by dart leaders as a function of peak current and comparing the results with the experimental data obtained for dart leaders in triggered subsequent strokes. A good agreement was found between the predictions and the experiments giving credence to the validity of the procedure and the obtained charge distributions. The charge distribution obtained in the study were successfully applied in various lightning attachment models and a good agreement is again found between the predictions based on the charge distributions and the experimental observations [17] . For these reasons we assume that the leader charge distribution used in the present study is reasonable and the results obtained are not far from the ones that would have been obtained if the experiment was carried out in the field.
Conclusions
The hallmark of ESE technology is the application of voltage pulses to the tip of the lightning rod assuming that their effects will enhance the attractive radius of the lightning conductor. Analysis presented here shows that any lightning rod when exposed to the electric field produced by a stepped leader will act exactly like an ESE lightning rod because the pulsating electric field of the stepped leader simulates the action of voltage pulses that are being used in ESE lightning rods. It is estimated that the effect of the step like electric field changes caused by the stepping process of the stepped leader on a lightning rod is equivalent to a voltage source injecting voltage pulses of tens of kV or more at intervals of 10 to 50 s to the lightning rod. It demonstrates that any possible change in the lightning attachment process caused by the modulation of the electric field at the tip of the rod is common both to ESE and Franklin lightning rods and hence the attachment efficiency of a Franklin lightning rod cannot be different to that of an ESE lightning rod of similar length and geometry.
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